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RTU #13E WIRING DIAGRAM

THIS PLAN ACCURATE FOR ELECTRICAL WORK ONLY.

NOTES:

1. Refer to the speclal provisions for the

PLC and FSK Modem requirements.

2. For RTU wiring refer to sheets E-922
through E-930.

3. For FSK Modems interconnect wiring,
see sheet E-902.

4. Contractor shall wire connection
shown by bold lines.

SHEET NOTES:

Pair 7 of 50 pair SCADA cable.
Pair 8 of 50 pair SCADA cable.
Contractor to tape shield.

To management relay communication
cable, see sheet E-930.
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